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Introduction
This document outlines the current test practices used by NREL staff and contractors to quantify the air-exchange characteristics of homes built within the Building America Program. It is not intended to be a standard protocol for these measurements. Instead, it documents the test methods currently being used to increase understanding of their advantages and limitations and to promote discussion of the approach used.
The Building America Program is an industry-driven program sponsored by the U.S. Department of Energy (DOE) that uses systems engineering approaches to accelerate the development and adoption of advanced building energy technologies in production housing. Building America partners with residential building industry teams to produce advanced residential buildings on a community scale. The Building America Teams work directly with production builders to develop methods to increase the quality and reduce the energy consumption of the homes that they build. Residential building systems are evaluated by conducting successive design, build, test, redesign, build, and retest iterations until cost and performance trade-offs yield innovations that can be implemented in production-scale housing. Building
The Building America program is responsible for evaluating features of new construction that affect the energy efficiency and quality of the home. One of the specific tasks in this effort is to quantify the envelope and air-distribution-system airtightness. Substantial energy savings may be available if current practice does not already produce tight houses. On the other hand, a minimum amount of outside air is required for acceptable indoor air quality, so continuing to expend efforts on further tightening when standard practice already achieves tight houses may not be beneficial. The amount of air exchange that actually occurs is not apparent to homebuilders or owners. This places an emphasis on testing to evaluate the success of airinfiltration reduction strategies.
It is important to initially test the airtightness of the builder's current standard practice to evaluate the need for envelope improvements and ventilation requirements. Many houses built using current standard practice result in air-exchange rates that are already low compared to minimum requirements. These houses may need mechanical ventilation for indoor air quality and may not benefit from additional efforts to improve airtightness, unless heat recovery ventilation (HRV) is used. Testing the current standard practice can indicate whether or not infiltration should even be included for consideration in the Building America energy efficiency package for a given builder. The relative importance of envelope leakage and duct leakage must also be evaluated to understand the effects of operating the distribution fan on the overall performance of the house.
The following is a basic question for evaluating Building America prototype houses:
What are the air exchange characteristics of the envelope and ducts of Building America homes?
The general approach in addressing this question is to characterize the shell leakage, duct leakage, and intentional ventilation for both the prototype and base case. These characteristics 1 are compared to leakage goals set by the builder and specified in standards such as ASHRAE 62.2P: Ventilation and Acceptable Indoor Air Quality in Low-Rise Residential Buildings.
Several specific questions are usually important in our evaluation of airtightness in Building America houses, including the following:
• How does the airtightness characteristic (effective leakage area, ELA) of the envelope in the Building America prototype compare to the builder's standard practice? • How does the natural infiltration rate (air changes per hour, ACH) in the Building America prototype compare to the builder's standard practice? • How does the duct system airtightness characteristic of the Building America prototype compare to the builder's standard practice? • How does the duct air leakage during normal operation of the air handler in the Building America prototype compare to the builder's standard practice? • Does operation of the air handler cause additional air leakage through the shell of the building? • Is the performance of the ventilation system adequate to supply the minimum required ventilation in all seasons? • Is the air handler distributing air appropriately to all parts of the house?
Available Tools and Test Methods
Blower Door
A blower door is a device used to pressurize or depressurize a house to determine the leakage characteristics of the building envelope. A variable-speed fan is temporarily mounted in a doorway or other opening to pressurize (or depressurize) the house by specified amounts. The flow rate through a calibrated orifice is measured at the different house pressures. The relationship between flow rate and pressure difference is an indication of shell airtightness. Weatherization contractors often use blower door testing, and some builders and mechanical contractors also have equipment in-house for doing blower door tests. For full details on blower door operating procedures, see reference [1] . The blower door method is also documented in standards ASTM E779 [2] , ASTM E1827 [3] , ANSI/ASHRAE 136 [4] , and ANSI/ASHRAE 119 [5] .
The results of the blower door tests can be expressed as one of several figures of merit. One simple expression of the envelope tightness is the blower door flow rate at a pressure difference of 50 Pascals (Pa) or "CFM50." This test is the simplest and easiest to perform because it requires the blower door operator to determine only one pressure (50 Pa) and one flow rate. The 50-Pa pressure is the highest used in a typical blower door test and is the least sensitive to the influence of wind variation during the test. It, therefore, tends to be more repeatable than parameters that require measurements at lower pressures, but does not provide adequate information to use in algorithms for calculating actual air-exchange rates [6] . ACH50 is the air changes per hour at 50 Pa (equal to the CFM50 multiplied by 60 minutes per hour and divided by the house volume). ACH50 can be a useful metric for comparing houses of different sizes.
The Equivalent Leakage Area (ELA) is defined as the area of a calibrated orifice that would have the same air flow rate the house does at a pressure of 4 Pa. The ELA, therefore, is an estimate of the aggregate size of all the leaks in the building. An ELA can be calculated from the results of a multipoint blower door test. NREL uses a laptop computer with TECTITE software [7] to automatically control the blower door during multipoint tests. We usually take 100 data points at each of 8 different pressures between 15 and 50 Pa to determine the relationship between pressure and leakage rate for the test home. The ELA is based on the leakage rate at a 4-Pa pressure difference, which is determined by a curve fit to the blower door test data at various pressures. The ELA can then be used in conjunction with weather conditions at the home site to model the natural ACH at particular times and to estimate long-term or annual infiltration rates [1, 6, 8] .
Duct Blaster
A Duct Blaster, a device similar to a blower door, is used to pressurize only the air-distribution system, including the ducts and air handler cabinet. During the test, all supply and return registers are taped closed, and the duct blaster fan is temporarily mounted to pressurize the taped-off duct system. A multipoint test could be performed to infer a leakage area, but it is more common to pressurize to a reference pressure of 25 Pa. NREL typically performs a single point test at 25 Pa. The flow rate at this pressure is an indication of the leakage characteristic of the air-distribution system. The supply and return sections of the air-distribution system can be separately tested by inserting a blocking section in the air handler. An inference can be made as to the proportion of leakage to the outside under test conditions by pressurizing the house to reference pressure using a blower door during the duct blaster test. Because the ducts and house are then at the same pressure, any leakage from the ducts is assumed to be to the outside rather than to the house. The results of this test provide a useful benchmark for evaluating the general quality of the air-distribution system, but the test results do not directly indicate duct air leakage during normal operation of the system. For full details on duct blaster operating procedures, see reference [9] and ASTM E1554 [10] . NREL has also begun experimenting with the Nulling Test, proposed by Francisco and Palmiter [11] for estimating duct leakage.
Flow Hood
A flow hood is a device that measures the airflow rate into or out of a register while the air handler is operating. The flow hood channels the air through a short fabric duct containing thermal anemometers to measure the flow of air entering or exiting the register. The NREL field test team uses an Alnor Low-Flow Balometer with a range of 10 to 500 cubic feet per minute (cfm) and a rated accuracy of ±3% of reading +2 cfm. During normal air handler operation, the flow hood is held over each supply and return register and the flow rate for that register is recorded. These measurements are used to check the total air flow for the house and room-toroom air flow balance.
Tracer Gas Measurements
Blower door and duct blaster tests provide measurements of the leakage characteristics of the envelope and air-distribution systems, but may not be accurate for predicting how much outside air actually enters a particular house under particular driving forces. Tracer gas measurements can provide such direct measurements. The test method typically used for Building America evaluation is the tracer decay using sulfur hexafluoride (SF 6 ) as the tracer gas. In this test, a small amount of SF 6 is initially injected into the house and mixed to achieve a uniform concentration. As infiltration or intentional ventilation brings outside air into the house, the concentration of SF 6 is diluted. The rate of change (decay) of SF 6 concentration indicates the air-exchange rate of the house expressed as air changes per unit time. This method is documented in ASTM E741 [12] . An example of this decay rate is shown in Figure 1 . The air-exchange rate measured with tracer gas can be compared to that calculated using blower large differences between the two methods [13, 14, 18] . The tracer gas test results can be used to
improve the choice of difficult-to-know inputs for the blower-door model and produce an
improved comparison between tracer gas measurement and blower door model estimation. Duct blaster tests are intended to quantify the duct leakage under standard conditions, they do not capture the nuances of actual operating conditions. Because we are interested in duct leakage due to air handler operation under actual operating conditions, we use tracer gas tests. In this test, an SF 6 decay test is initiated with the air handler turned off and the inside temperature maintained with electric heaters without use of the normal heating system. During this period, the natural infiltration of the building envelope is measured without any influence of duct leakage. The air handler is then turned on to operate continuously for several hours. The step-change in airexchange rate at the time of turning on the air handler is attributed to duct leakage. A similar indication can be observed in the step-change in air-exchange rate when the air handler is turned off.
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Calculating Energy Use Due To Infiltration and Ventilation
In most cases, we measure the infiltration and ventilation characteristics to compare them with standards and the builder's goals. Our objective, therefore, is to accurately measure the air exchange characteristics of the homes and report them back to the builder through the Building America teams. This is the case for the example given later in this report.
On occasion we have also evaluated the energy use due to air exchange in prototype and basecase homes. The net air-exchange rate of the house results from the combined effects of infiltration, duct leakage, and intentional ventilation. The combined effect of these flow rates is specified as an input to an hourly energy simulation model (such as DOE2), which is used to calculate the annual heating and cooling energy required to maintain the temperature and humidity conditions for the building. We can then compare this rate of energy use to the energy use in a base-case home with different air-exchange characteristics to determine the energy impacts of the air-exchange characteristics.
When the house is not equipped with a mechanical ventilation system, we use the ELA from a blower door test and have the model calculate envelope infiltration using the Lawrence Berkeley Laboratory (LBL) model [15] . This is superimposed with the induced ventilation due to duct leakage to calculate the net air-exchange rate.
For houses with mechanical ventilation systems, several weeks of tracer gas testing data are collected on the net air-exchange rate of the house with air handler on and off, with ventilation system on and off and under various temperature and wind conditions. A linear regression model is then used to relate the measured air-exchange rate to the monitored air-infiltration drivers of: central heating/cooling mechanical system operation, separate ventilation system operation, wind speed and temperature difference between indoor and outdoor. The coefficients associated with the wind speed and temperature difference are used in an annual model for natural infiltration, while the coefficients of the system operation drivers are used to characterize the performance of those systems.
Complicating Factors
Some factors that influence actual air exchange and resulting heat exchange are difficult to characterize in one-time tests and can result in significant uncertainty in evaluating energy savings from airtightening.
Interaction Effects
The airflows caused by infiltration, duct leakage, and intentional ventilation are not independent. Duct leakage and intentional ventilation can change the pressure distribution within the building, which in turn, changes the infiltration rate due to wind and stack effect. A ventilation fan flow rate of 50 cfm may not result in a 50 cfm net change of the building air-exchange rate because the ventilation fan also changes the pressure distribution that causes infiltration. The interaction of these effects is a potential future research project for the Building America Program
Infiltration Heat Recovery
The infiltration heat recovery factor has been described and measured by several investigators [16, 17, 18] . In this phenomenon, air that flows through the materials of the building envelope exchanges heat with the building materials as it passes between inside and outside. A portion of the heat loss that would be attributed to air infiltration is thus "recovered," and heating or cooling loads are reduced accordingly. The magnitude of the infiltration heat recovery effect is difficult to predict in advance or measure in place for a particular building and has been reported to range from near zero to more than 50 percent with most studies averaging about 20 percent. For the purposes of evaluation with simulations, we currently assume that no infiltration heat recovery takes place. If it does occur to about the same extent in the prototype and base-case houses, the actual energy use (and savings) would be reduced. We are not aware that any Building America measures actually attempt to enhance the infiltration heat-recovery effect.
The air-exchange rates estimated in our analyses for evaluating energy savings assume that natural driving forces and mechanical system operation determine air exchange. In occupied houses, the behavior of the occupants can have a significant influence on actual air-exchange rates and energy savings. Occupants exercise a wide range of behaviors with respect to opening and closing windows and exterior and interior doors. In some cases, the operation of the ventilation system is at the discretion of the occupants. In building energy simulations, we make reasonable assumptions for opening and closing of windows and operation of ventilation equipment [19] .
Example of Air-Exchange Measurement: Medallion Homes, San Antonio, August 2000
This section contains the description and results of a field test of the air-exchange characteristics of two homes in San Antonio, Texas. During the field-testing, we also measured the energy consumption of the homes. However, only the air-exchange tests are described here. This is given as an example of the test practices outlined earlier. In this example, no energy simulation was performed. The results and discussion of the air-exchange tests were supplied to Integrated Building and Construction Solutions (IBACOS), the Building America Team involved in the project. This information was used in their work with Medallion Homes to improve the energy efficiency of Medallion's building practices.
Field Test Objectives
The objective of these short-term tests was to evaluate and compare the air-exchange characteristics of a Medallion Homes pilot house and a base-case house, both of which were onestory homes in San Antonio, Texas. The pilot house was originally tested in January 2000 and was located in the Mainland Square residential development. The base-case house had a similar floor plan as the pilot home and was located at the Finesilver Ranch community. The tests were conducted during the cooling season, which is the dominant season in San Antonio. The primary differences between the two houses were fan-controlled return air ventilation versus no controlled ventilation, air handler and supply ducts in conditioned space versus in the attic, and high interior wall supply registers versus perimeter ceiling supply registers. Specifications for the prototype and base-case houses are summarized in Table 1 .
A combination of tests incorporating blower door, duct blaster, flow hood, and tracer gas was conducted to answer the following questions:
1. What is the natural infiltration rate (ACH) of each house as measured by a tracer gas under the following conditions? a. Air handler unit (AHU) and ventilation system inlets blocked (envelope only) b. With AHU operating, but ventilation system inlets blocked (ducts and envelope) c. Normal operation of AHU and ventilation system (ventilation system effectiveness) 2. What are the blower door results (ACH50, CFM50, ELA, and estimated natural ACH) for each house? 3. What is the duct leakage (CFM50) for each house (supply to inside, supply to outside, return to inside, and return to outside)? 4. What the register flow rate at each supply register? 
Test Conditions
Some of the house specifications deviated from what was expected. Ceiling insulation in all houses was sprayed-in cellulose instead of loose-fill fiberglass. The insulation depth was mostly 5 to 7 in. in the pilot home, which was consistent with an R-value in the range of 20-26 instead of R-38 as expected. A certificate from the installing company stated that the intended R-value was R-30 for the pilot home. There was a radiant barrier on the underside of the roof deck in the pilot home. The ventilation fan in the pilot home did not operate whenever the air handler operated, which was the case during the January 2000 test. The AirCycler controller counted down from 15 minutes even when the air handler was running, but the ventilation fan did not turn on unless the air handler was off. In the base case, the air conditioner capacity was 3 tons, not 2 tons as expected.
The weather conditions for the test period were severely hot and humid. The outside temperature ranged from 90-111°F during the daytime and 72-86°F at night. The winds were mild during the day and very still at night, relative humidity was high, and daytime skies were fairly clear every day. Thermostats were set for 75°F during all testing. However, the base-case house had been allowed to soak at a significantly higher temperature for an extended period before the test. As a result, there may have been some residual heat stored in the thermal mass for the first 1-2 days of the test. The air conditioners were turned off during the airflow and blower door measurements and for about 8 hours before the return from set-up test.
Airflow Measurements
Flow hood measurements were performed using an Alnor Low-Flow Balometer on each register with the air handler operating. These measurements are summarized in Tables 2 and 3 . The results indicated that with the exception of low flow to the master bathroom in the pilot house, supply air was distributed in reasonable quantities through each register. The low flow rate in the master bedroom was likely caused by obstructions or kinks in the corresponding air duct. The total supply flow rate for each model tracked the air conditioner capacity fairly well. As shown in Table 3 , all exhaust fans in the bathrooms were functional. The laundry room exhaust fan was designed to serve as a source of continuous ventilation for the base case. However, this fan did not exhaust a sufficient amount of air to draw significant amounts of outside air into the house. Because of this issue, the exhaust fan in the master bathroom was used as the alternate ventilation system during the tracer gas testing of the base case. 
Blower Door and Duct Blaster Measurements
Blower door measurements were conducted in accordance with ASTM Standard Test Method E-779 [2] . The results are summarized in Table 4 . Blower door data for the pilot home are based on earlier tests conducted by IBACOS on January 5, 2000. The combustion air duct in the mechanical room of the pilot home was taped closed during the blower door test, and the results represent the average of two separate tests. Using the Minneapolis Blower Door software developed by the Energy Conservatory, the ELA was calculated to be approximately 48 in. 2 for the pilot home. This is a relatively tight house, but not significantly tighter than the base-case houses when exterior surface area is factored in. Natural air-exchange rates for the test houses were estimated using a blower door program developed by Ron Judkoff, which is based on the Sherman-Grimsrud infiltration model, and actual weather conditions during the test period.
Minneapolis duct blaster testing was performed on the base-case house. Again, duct blaster measurements conducted by IBACOS in January 2000 were used for the pilot home in lieu of repeating the test. The results indicate that both total air leakage (7% of total flow) and leakage to the outside (1% of total flow) were smaller for the prototype than for the standard practice house (10% and 5% of total flow). By locating the air handler in a conditioned mechanical room and the supply ducts in a dropped ceiling, it appears that the builder significantly reduced the loss of conditioned air to the outside. Both houses were very tight when the ventilation systems were disabled, with air-exchange rates ranging between 0.05 ACH at night and 0.15 ACH during the afternoon. These measurements were consistent with estimates based on the blower door tests. In general, the supply ventilation system in the pilot home raised the average air-change rate to nearly 0.35 ACH, the level recommended in ASHRAE Standard 62. It appeared that the AirCycler-controlled ventilation fan met the design intent of the system. The air-exchange rate dropped significantly when the ventilation fan was turned off while the outside air duct was left open, especially at night when the air handler operated less frequently. However, the air-exchange rate only increased by about 0.05 ACH for the base case when the master bathroom exhaust ventilation fan was turned on. The increase in air-exchange rate was even smaller in the pilot home when the exhaust fan in the laundry room was used to provide ventilation. The primary reason for the observed ineffectiveness of the exhaust ventilation systems in both houses seems to be undersized exhaust fans.
The air-exchange rate of the prototype was lower during this test than it had been during the earlier test in January 2000 when the average air-change rate during coheating was about 0.17 ACH. Possible explanations include larger stack effect during the colder months, higher average wind speeds, and leakage through the combustion air duct in the utility closet, which did not yet have a door during the earlier test. Figures 3 and 4 show the wind speed and inside and outside temperatures during the tracer gas test period. The wind speed was very low throughout the test period, although it was not measured during the first day of testing. The inside-outside temperature difference ranged between 0 degrees at night and almost 20°C (68°F) during the hottest afternoon. Air infiltration showed a tendency to increase with wind speed and temperature difference, peaking in the afternoon, but this also was the time when peak usage of the air conditioners occurred. Average interior temperature was well controlled in both homes, except for a couple of mild excursions in the base case and during the return from set-up test on Sunday night. 
Field Test Conclusions
The following observations based on the preceding test results are noteworthy:
• Both test houses had very tight building envelopes • Several exhaust fans did not provide adequate airflow, including the primary ventilation fan in the one-story base case • Duct leakage to the outside was significantly smaller in the pilot home, most likely a result of locating the air handler and supply ducts inside the conditioned envelope • The supply ventilation system in the pilot house raised the air-exchange rate more effectively than the exhaust fans in the base-case houses, none of which exceeded 0.35 ACH at any point during the test period.
